
(M) MODIFIED
(N) NEW CONSTRUCTION
(E) EXISTING CONSTRUCTION
(S) SURPLUS
(R) RELOCATED EQUIPMENT
@ AT
C CENTERLINE
Ø DIAMETER OR ROUND

AB ANCHOR BOLT
ABV ABOVE
A/C AIR CONDITIONING
ACT ACOUSTICAL CEILING TILE
ADA AMERICANS WITH DISABILITIES ACT
AFF ABOVE FINISH FLOOR
AFG ABOVE FINISH GRADE
AL, ALUM ALUMINUM
ALT ALTERNATIVE
APPROX APPROXIMATE
ARCH ARCHITECTURAL
AUTO AUTOMATIC
AVE AVENUE

BD BOARD
BLDG BUILDING
BLK BLOCK OR BLOCKING
BLVD BOULEVARD
BM BEAM
BO BOTTOM OF
BOD BASIS-OF-DESIGN OR BOTTOM OF

DECK
BOF BOTTOM OF FRAMING
BOC BASE OF CURB
BOT BOTTOM
BRG BEARING
BTWN BETWEEN
BU BUILT-UP

CAB CABINET
CC CENTER TO CENTER
CEM CEMENT
CFM CUBIC FEET PER MINUTE
CFL COUNTER FLASHING OR COMPACT

FLUORESCENT LAMP
CHT CEILING HEIGHT
CIP CAST IN PLACE
CJ CONTROL JOINT OR

CONSTRUCTION JOINT
CL CENTERLINE
CLG CEILING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CMP CORRUGATED METAL PIPE
CO CONCRETE OPENING AND CLEAN-

OUT
COL COLUMN
CONC CONCRETE
CONT CONTINUOUS
CORR CORRIDOR
CT CERAMIC TILE

DBL DOUBLE
DET DETAIL
DEPT DEPARTMENT
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DWG DRAWING

E EAST
EA EACH
EB EXPANSION BOLT
EIFS EXTERIOR INSULATION FINISH

SYSTEM
EJ EXPANSION JOINT
EL, ELEV ELEVATION
ELEC ELECTRIC OR ELECTRICAL
EP ELECTRICAL PANELBOARD
EST ESTIMATE OR ESTIMATED
EQ EQUAL OR EQUIVALENT
EQUIP EQUIPMENT
EW EACH WAY
EWC ELECTRIC WATER COOLER
EXH EXHAUST
EXP EXPANSION
EXT EXTERIOR

FA FIRE ALARM
FD FLOOR DRAIN
FDN FOUNDATION
FDC FIRE DEPARTMENT CONNECTION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FFE FINISH FLOOR ELEVATION
FFL FINISH FLOOR LINE
FH FIRE HYDRANT
FHC FIRE HOSE CABINET
FIN FINISH (ED)
FLR FLOOR (ING)
F.O. FACE OF
F.O.C. FACE OF CURB/CONCRETE
F.O.F. FACE OF FINISH
F.O.M. FACE OF MASONRY
F.O.S. FACE OF STUDS
F.O.T. FACE OF TREAD
FPWH FROST-PROOF WALL HYDRANT
FRP FIBER REINFORCED PLASTIC
FRT, FRTW FIRE-RETARDANT TREATED WOOD
FS, F FIRE SERVICE
FT FOOT OR FEET
FTG FOOTING
FURR FURRING

G GROUND AND NATURAL GAS
GA. GAUGE
GAL GALLON
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GFI, GFCI GROUND FAULT CIRCUIT

INTERRUPTER
GI GALVANIZED IRON (STEEL)
GLB GLUE-LAM BEAM
GND GROUND
GSF GROSS SQUARE FOOTAGE
GWB GYPSUM WALL BOARD

HB HOSE BIBB
HC HANDICAPPED
HD HIGH DENSITY
HM HOLLOW METAL
HORIZ HORIZONTAL
HP HIGH POINT AND HORSEPOWER
HR HOUR
HT HEIGHT
HVAC HEATING VENTILATING AND AIR

CONDITIONING

ID INSIDE DIAMETER
IE INVERT ELEVATION
IG ISOLATED GROUND
IGU INSULATED GLAZING UNIT
IN INCH
INSUL INSULATION
INT INTERIOR AND INTERCOM
INV INVERT

JAN JANITOR
JC JANITOR CLOSET

L

NOTE: ABBREVIATIONS ARE GENERAL AND MAY NOT BE APPLICABLE TO THIS PROJECT.  ABBREVIATIONS IN
DRAWINGS MAY OR MAY NOT USE PERIODS.

KIT KITCHEN
KO KNOCKOUT

LAM LAMINATE
LAV LAVATORY
LBS POUNDS
LF LINEAR FEET
LP LOW POINT

MAS MASONRY
MAX MAXIMUM
MECH MECHANICAL
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MO MASONRY OPENING
MRD METAL ROOF DECK
MTD MOUNTED
MTL METAL
MWK MILLWORK

N NORTH OR NEUTRAL
NE NORTHEAST
NIC NOT IN CONTRACT
NO. OR # NUMBER
NOM NOMINAL
NTS NOT TO SCALE
NW NORTHWEST

OC ON CENTER OR OVER COUNTER
OD OUTSIDE DIAMETER
O/H OR OH OVERHEAD
OPG OPENING
OPH OPPOSITE HAND
OPP OPPOSITE
OSA OUTSIDE AIR
OSB ORIENTED STRAND BOARD
OTB OUT TO BID

P POLE
PC PHOTO-CELL LIGHTING
PH PHASE AND PHARMACY
P/L OR PL PROPERTY LINE
PL PLATE
PLAM PLASTIC LAMINATE
PLUMB PLUMBING
PWD PLYWOOD
PNL PANEL
PROP PROPOSED
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT PAINT OR PAINTED
PTD PAPER TOWEL DISPENSER OR

PAINTED
PTFR PRESSURE TREATED FIRE

RESISTIVE
PVC POLYVINYL CHLORIDE
PVMT PAVEMENT

R RADIUS
RA RETURN AIR
RD ROAD, ROUND OR ROOF DRAIN
RE REFERENCE, REFER TO
REFR REFRIGERATION OR

REFRIGERATOR
REINF REINFORCEMENT
REQ'D OR REQ REQUIRED
RFH ROOF HATCH
ROW RIGHT OF WAY
RM ROOM
RO ROUGH OPENING
RVS REVERSE (SIDE)

S SOUTH AND SLOPE
SA SUPPLY AIR
SC SOLID CORE
SCD SEAT COVER DISPENSER
SCHED SCHEDULE
SD SMOKE DETECTOR, SOAP

DISPENSER AND STORM DRAIN SEAL
SEALANT

SECT SECTION
SF SQUARE FOOT/FEET
SE SOUTHEAST
SHR SHOWER
SHT SHEET
SHTG SHEETING
SIM SIMILAR
SND SANITARY NAPKIN DISPENSER
SNR SANITARY NAPKIN RECEPTACLE
SPECS SPECIFICATIONS
SQ SQUARE
SS SANITARY SEWER, STAINLESS

STEEL
SST STAINLESS STEEL
ST STREET
STA STATION
STD STANDARD
STL STEEL
STRUCT STRUCTURAL
SUSP SUSPENDED
SW SOUTHWEST
SYM SYMETRICAL

T TREAD AND TRANSFORMER
TB TOWEL BAR
TC TOP OF CURB
T&G TONGUE & GROOVE
TD TOP OF DRAIN
TELE TELEPHONE
TEMP TEMPERATURE
THK THICK(NESS)
THRES THRESHOLD
TO TOP OF
TOC TOP OF CURB/CONCRETE
TOD TOP OF DECK
TOF TOP OF FRAMING
TOM TOP OF MASONRY
TOP TOP OF PAVEMENT/PARAPET
TOS TOP OF SLAB
TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TS TUBE STEEL AND TEMP SENSOR
TTB TELEPHONE TERMINAL BOARD
TYP TYPICAL

UDL UNIFORM DISTRIBUTED LOAD
UNO UNLESS NOTED OTHERWISE

V VOLTS AND VENT
VENT VENTILATION
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VCT VINYL COMPOSITION TILE
VR VENT RISER
VTR VENT THRU ROOF
VWC VINYL WALL COVERING

W WEST, WATTS AND WATER
W/ WITH
W/O WITHOUT
WD WOOD
WGL WIRE GLASS
WP WATERPROOF OR WORK POINT
WR WASTE RECEPTACLE
WV WATER VALVE
WWF WELDED WIRE FABRIC

www.norr.com

SHEET NUMBER:

SHEET TITLE:

Copyright (c) by NORR Design LLC.. All Rights Reserved.

PROJECT NUMBER:

CLIENT:

PROJECT TEAM

D

C

B

A

123451
0
/3

1
/2

0
1
7
 4

:1
5
:5

6
 P

M

T001

COVER SHEET

C
o

re
S

it
e

C
O

R
E

S
IT

E
 -

 D
C

2

16033900

F
R

A
N

K
L
IN

 C
O

U
R

T
 B

U
IL

D
IN

G
1
0
9
9
 1

4
T

H
 S

T
R

E
E

T
 N

W
W

A
S

H
IN

G
T

O
N

 D
C

 2
0
0
0
5

CoreSite

12100 Sunrise Valley Drive
Reston, VA 20191
T 571.612.7136

NORR

1617 John F Kennedy Blvd, Ste 1600
Philadelphia PA 19103
215.525.4849
www.NORR.com

LOCATION PLAN

INDEX OF DRAWINGS

PROJECT TEAM

04
-1

7-
17

 IS
S

U
E

D
 F

O
R

 C
LI

E
N

T
 R

E
V

IE
W

05
-0

5-
20

17
 IS

S
U

E
 F

O
R

 O
W

N
E

R
 A

N
D

 L
A

N
D

LO
R

D
 R

E
V

IE
W

06
-0

6-
20

17
 P

E
E

R
 R

E
V

IE
W

07
-1

3-
20

17
 P

E
E

R
 R

E
V

IE
W

 R
E

V
IS

IO
N

07
-2

0-
20

17
 R

E
V

IS
E

D
 F

O
R

 P
E

R
M

IT

08
-1

1-
20

17
 IS

S
U

E
D

 F
O

R
 P

E
R

M
IT

10
-2

7-
20

17
  P

E
R

M
IT

 R
E

V
IS

IO
N

S

GENERAL

T001 COVER SHEET X X X X X X X

ARCHITECTURAL

A001 GENERAL NOTES X X X X

A002 ACCESSIBILITY & REGULATORY DETAILS X X X X

A003 CODE INFORMATION AND EGRESS PLANS X X X X X X

A004 PARKING P-2 KEY PLAN X X X X

A005 CONCOURSE LEVEL KEY PLAN X X X X

A006 ROOF KEY PLAN X X X X

A100 PARKING LEVEL P-2 FLOOR PLAN X X X X X X X

A101 CONCOURSE FLOOR PLAN X X X X X X X

A120 ROOF PLAN X X X X X

A220 INTERIOR ELEVATIONS AND MILLWORK SECTIONS X X X X X

A400 CONCOURSE REFLECTED CEILING PLAN X X X X X

A700 INTERIOR PARTITION TYPES X X X X

A701 INTERIOR PARTITION DETAILS X X X X

A730 EXTERIOR DETAILS X X X

A800 DOOR SCHEDULE, TYPES & DETAILS X X X X X X

A900 FINISH PLANS, SCHEDULE AND NOTES X X X X

A910 FURNITURE AND EQUIPMENT PLAN X X

AD100 CONCOURSE DEMOLITION PLAN - AREA A X X X X X

STRUCTURAL

S001 STRUCTURAL NOTES X X X X

S100 STRUCTURAL PARKING LEVEL P2  FLOOR FRAMING PLAN X X X X

S101 STRUCTURAL CONCOURSE LEVEL FRAMING PLAN X X X X

S102 MISCELLANEOUS FLOOR FRAMING PLAN X X X X X

S103 STRUCTURAL ROOF DUNNAGE FRAMING PLAN X X X X X

S200 STRUCTURAL TYPICAL DETAILS SHEET X X

S400 STRUCTURAL FRAMING DETAILS X X X X

S401 STRUCTURAL FRAMING CONT. X X X X X

S402 STRUCTURAL FRAMING SECTIONS CONT. X X X X

S403 STRUCTURAL FRAMING SECTIONS CONT. X X X

S404 STRUCTURAL FRAMING SECTIONS CONT. X X X X

MECHANICAL / PLUMBING

M0000 MECHANICAL LEGEND AND NOTES X X X X

M0001 HVAC SCHEDULES X X X X X

M0002 MECH DEMO PLAN X X X

M0201 CONCOURSE LEVEL HVAC PLAN X X X X X

M0202 GROUND & TYPICAL HVAC PLAN X X

M0203 11TH FLOOR & ROOF - MECH LEVERL HVAC PLAN X X X

M0301 CONCOURSE LEVEL FUEL OIL PIPING PLAN X X

M0401 ENLARGED CONCOURSE LEVEL HVAC PLAN (EAST) X X X

M0402 ENLARGED CONCOURSE LEVEL HVAC PLAN (WEST) X X

M0403 ENLARGED ROOF/MECH LEVEL HVAC (EAST) X X X

M0501 HVAC DETAILS X X X

M0502 HVAC DETAILS X X X

M0503 HVAC DETAILS X X X

M0601 FUEL OIL PIPING DIAGRAM X X

P0001 PLUMBING LEGEND AND NOTES X X

P0201 PLUMBING PLANS X X X X

ELECTRICAL

E000 ELECTRICAL DCRA ENERGY VERIFICATION SHEET X X X X

E001 SYMBOLS & LEGEND X X X X

E100 BUSWAY & CONDUIT RISER DETAILS X X X

E101 POWER PLAN P2 LEVEL X X X

E102 LIGHTING PLAN P2 LEVEL X X X

E103 GROUNDING PLAN P2 LEVEL X X

E104 P2 LEVEL - SECURITY X X

E110 POWER PLAN LEVEL 1 X X X X X

E111 POWER PLAN CONCOURSE LEVEL X X X X X

E112 LIGHTING PLAN CONCOURSE LEVEL X X X X X

E113 GROUNDING PLAN CONCOURSE LEVEL X X X X

E114 CONCOURSE LEVEL - SECURITY X X

E121 POWER PLAN ROOF LEVEL X X X X

E122 LIGHTING PLAN ROOF LEVEL X X X

E123 ROOF LEVEL - SECURITY X X

E501 LIGHTING CONTROLS DIAGRAM X X X

E601 PANEL SCHEDULES X X X X

E602 PANEL SCHEDULES X X X X X

E701 ELECTRICAL ONE LINE DIAGRAM X X X X X

E702 EPO WIRING DIAGRAM X

E801 GROUNDING ONE LINE DIAGRAM X X X X

E901 TELECOMMUNICATION ONE LINE DIAGRAM X X X

ISSUE HISTORY:

CORESITE - DC2
FRANKLIN COURT BUILDING

1099 14TH STREET

WASHINGTON DC 20005

REVISED FOR PERMIT: JULY 20, 2017

ARCHITECT, STRUCTURAL ENGINEER:

NORR, LLC.
1617 JFK BLVD
PHILADELPHIA, PA 19103
CONTACT(S):
WILLIAM WESTHAFER
TEL: 215.525.4849
FAX: 215.525.4852
WILLIAM.WESTHAFER@NORR.COM

ABBREVIATIONS

TRUE NORTH PLAN NORTH

R
E

V
D

A
T

E
D

E
S

C
R

IP
T

IO
N

D
R

W
C

H
K

20
17

-0
4-

17
IS

S
U

E
 F

O
R

 C
LI

E
N

T
 R

E
V

IE
W

C
M

F
W

W

20
17

-0
5-

05
IS

S
U

E
 F

O
R

 O
W

N
E

R
 A

N
D

 L
A

N
D

LO
R

D
 R

E
V

IE
W

C
M

F
W

W

20
17

-0
6-

06
P

E
E

R
 R

E
V

IE
W

C
M

F
W

W

20
17

-0
7-

13
P

E
E

R
 R

E
V

IE
W

 R
E

V
IS

IO
N

C
M

F
W

W

20
17

-0
7-

20
R

E
V

IS
E

D
 F

O
R

 P
E

R
M

IT
C

M
F

W
W

20
17

-0
8-

11
IS

S
U

E
D

 F
O

R
 P

E
R

M
IT

C
W

W
W

20
17

-1
0-

27
P

E
R

M
IT

 R
E

V
IS

IO
N

S
C

W
W

W

Board of Zoning Adjustment
District of Columbia

Case No. 19676
7

Board of Zoning Adjustment
District of Columbia
CASE NO.19676
EXHIBIT NO.7



2.5 3.51 4.5 5.5 6.5 7.5 8.5 9.5

A

B

2

3 4 5 6 7 8 9 102.6 2.9 3.2 3.4 3.7 3.8 4.1 4.2 7.7 7.9 8.2 8.4 8.7 8.8 9.1

1' - 3"

AREA 'D'

CC

DD

EE

FF

L STREET

1
4
T

H
 S

T
R

E
E

T

C.7C.7

D.4D.4

www.norr.com

SHEET NUMBER:

SHEET TITLE:

Copyright (c) by NORR Design LLC.. All Rights Reserved.

PROJECT NUMBER:

CLIENT:

PROJECT TEAM

D

C

B

A

12345

8
/1

1
/2

0
1
7
 4

:4
5
:3

1
 P

M

A006

ROOF KEY PLAN

C
o

re
S

it
e

C
O

R
E

S
IT

E
 -

 D
C

2

16033900

F
R

A
N

K
L
IN

 C
O

U
R

T
 B

U
IL

D
IN

G

1
0
9
9
 1

4
T

H
 S

T
R

E
E

T
 N

W

W
A

S
H

IN
G

T
O

N
 D

C
 2

0
0
0
5

CoreSite

12100 Sunrise Valley Drive
Reston, VA 20191
T 571.612.7136

NORR

1617 John F Kennedy Blvd, Ste 1600
Philadelphia PA 19103
215.525.4849
www.NORR.com

 3/32" = 1'-0"
A1

ROOF/MECH LEVEL KEY PLAN

PLAN NORTH
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C
N

T
R

L 
C

A
B

UP

FLOOR PLAN LEGEND

NEW PARTITION, SEE PARTITION TAGS AND TYPES

EXISTING PARTITION TO REMAIN

NEW 1-HOUR FIRE-RESISTANCE RATED PARTITION,
SEE PARTITION TAGS & TYPES

EXISTING PARTITION TO BE DEMOLISHED

NEW MULTI-HOUR FIRE-RESISTANCE RATED PARTITION,
SEE PARTITION TAGS & TYPES

EXISTING DOOR TO BE REMOVED OR RELOCATED

EXISTING DOOR TO REMAIN

NEW PARTITION TAG, SEE PARTITION TYPES

XXXX

NEW DOOR & DOOR TAG WITH DOOR NUMBERXXXX

NEW GLAZING & GLAZING TAG

XXX

NEW FIRE EXTINGUISHER CABINET-  SEMI-RECESSED

FEC (N)

NEW MILLWORK

SHEET NOTEXX

ROOM AREA

XX ROOM TAG

NEW SMOKE BARRIER PARTITION,
SEE PARTITION TAGS & TYPES
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1' - 1 1/2"
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C2

A120

ELEVATOR
MACHINE
ROOM

SHAFT

MECHANICAL
ROOM

PLENUM

NEW SCREEN, ATTACHED TO
STEEL POSTS

CHILLER

CHILLER

CHILLER

RADIATOR RADIATOR RADIATOR RADIATOR

TOP OF
GRATING
211'-0"

EXISTING ROOF
ELEVATION
2O6'-5" +/-

GUARDRAIL

EXISTING ROOF EDGE AND PARAPET

C

D

E

C5

A730

LADDER UP TO TOP OF
DUNNAGE.  GC COORDINATE
LOCATION WITH STRUCTURE
AND MECHANICAL PIPING

C.7

D.4

STEEL DUNNAGE,
LOW

LADDER UP TO TOP OF
DUNNAGE.  GC COORDINATE
LOCATION WITH STRUCTURE
AND MECHANICAL PIPING

SEE ELECTRICAL AND MECHANICAL
DRAWINGS FOR EQUIPMENTC2

A120

SIM C2

A120

SIM

1
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.

VIF EXISTING RAMP
WIDTH AND MAINTAIN
THAT CLEAR WIDTH
BY EXTENDING THE
EXISTING RAMP

EXTEND CONCRETE
RAMP, FOLLOW
EXISTING SLOPE

RESTRIPE WHERE
EXISTING YELLOW
LINES ARE
OBSCURED BY RAMP

9' - 0"

16
' -

 0
"

PROPOSED CAR PARKING
SPACE AREA

EXISTING STRIPED
EDGE OF PARKING
AREA

NEW DUCT,
ROUTING FROM
BELOW SLAB

NEW STEEL SUPPORT

EXISTING WALL AND COLUMN

EXISTING STRIPED
EDGE OF RAMP

EXISTING ELEVATION:

77'-0"

EXISTING

ELEVATION:

75'-6"

NEW PIPES,
ROUTING FROM
BELOW SLAB

HANDRAIL AT RAMP
EDGE

RAMP DOWN

NEW SLAB AT

77'-0" ELEVATION

3' - 2 1/2"

4' - 9 3/4"

2.5 32.6 2.9 3.2

CC
S22

EXISTING DOOR;
REMOVE AND
REINSTALL WITH
DOORSWING AS
SHOWN

EXISTING

JANITORS

CLOSET

NEW CHASE

MECH ROOM

EXISTING TOILET
ROOM TO BE
CONVERTED TO
MECHANICAL ROOM
(REMOVE EXISTING
PLUMBING FIXTURES)

HW HEATER

5
' -

 0
"

CHILLED WATER AND
RADIATOR PIPING LINES
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INSTALL NEW MOP SINK

EXISTING COLUMN

DEMO EXISTING MOP SINK

ROOF/MECH
LEVEL NO. 1
206' - 5"

A
TOP OF

PENTHOUSE
PARAPET

224' - 10"

2' - 6 3/4"

45.00°

EXISTING GRAVEL

EXISTING ROOF MEMBRANE HP

CHILLER

RADIATOR (BEYOND)

EDGE OF EXISTING PENTHOUSE

SIT
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E S

ET B
ACK P

ER

ZONIN
G R
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EM

ENT

TOP OF GRATING
211' - 0"

ROOF DUNNAGE, LOW

ROOF DUNNAGE, HIGH

2
' -

 1
1
 2

9
/3

2
"

2' - 6 3/4"

STEEL POST, SEE STRUCTURAL DETAIL

MORIN PERFORATED METAL SCREEN,
MIN. 50% OPEN AREA
COLOR, SELECTED FROM
MANUFACTURER'S STANDARDS, TO
MATCH PRIMARY BUILDING COLOR

9
' -

 6
"

3
' -

 4
 3

/4
"

4
' -

 8
"

4
' -

 8
"

2
"

EXISTING HANDRAIL

www.norr.com

SHEET NUMBER:

SHEET TITLE:

Copyright (c) by NORR Design LLC.. All Rights Reserved.

PROJECT NUMBER:

CLIENT:

PROJECT TEAM

D

C

B

A

123451
0
/3

0
/2

0
1
7
 9

:3
6
:4

2
 A

M

A120

ROOF PLAN

C
o

re
S

it
e

C
O

R
E

S
IT

E
 -

 D
C

2

16033900

F
R

A
N

K
L
IN

 C
O

U
R

T
 B

U
IL

D
IN

G
1
0
9
9
 1

4
T

H
 S

T
R

E
E

T
 N

W
W

A
S

H
IN

G
T

O
N

 D
C

 2
0
0
0
5

CoreSite

12100 Sunrise Valley Drive
Reston, VA 20191
T 571.612.7136

NORR

1617 John F Kennedy Blvd, Ste 1600
Philadelphia PA 19103
215.525.4849
www.NORR.com

PLAN NORTH

KEYNOTE LEGEND

 3/32" = 1'-0"A2
ROOF/MECH LEVEL NO. 1
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ALL FLOOR/WALL PENETRATIONS REQUIRING A CORE DRILL
OR SAW CUR MUST BE X-RAYED. A STRUCTURAL ENGINEER
MUST APPROVE THE CUTTING OF ANY REINFORCING
STEEL.
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BEAM SUPPORT ON
EXISTING CONCRETE
COLUMN  PENETRATING
EXISTING WALL.

CANTILEVER
MOMENT OF
115.8kip.ft

BEAM SUPPORT ON
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COLUMN  PENETRATING
EXISTING WALL.
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FIELD.
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PROVIDE BOLTED HANDRAIL (IN
SECTIONS THAT ALLOW
REMOVAL/MAINTAINANCE) ALL
EDGES OF DUNNAGE

CHILLER
WT=18,000lb

CHILLER
WT=18,000lb

RADIATOR
WT=6,000lb RADIATOR

WT=6,000lb

NOTE:
ALL FLOOR/WALL PENETRATIONS REQUIRING A CORE DRILL OR SAW
CUR MUST BE X-RAYED. A STRUCTURAL ENGINEER MUST APPROVE
THE CUTTING OF ANY REINFORCING STEEL.
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TYP WINDOW  WASHING
ANCHOR LOCATION NOT TO
EXCEED 4'-11" O.C.
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3' - 0 7/8"

2' - 2"

5' - 7 5/8"

3' - 0 1/4"

7' - 9 3/4"

3' - 0 3/8"

0' - 8"

7' - 1 1/8"

W
1
8
X

3
5

W
1
8
X

3
5

W
1
8
X

3
5

W
1
8
X

3
5

6' - 2" 6' - 2"

EQ EQ EQ

TYP WINDOW  WASHING
ANCHOR LOCATION NOT TO
EXCEED 4'-11" O.C.

W
1
8
X

3
5

W
1
8
X

3
5

EQ EQ EQ

W
1
8
X

3
5

W
1
8
X

3
5

EQ EQ EQ

E
Q

E
Q

EQ EQ EQ EQ
EQ EQ 13' - 9"

TYP HSS8X8X3/8
ROOF SCREEN
POST
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ROOF MECHANICAL
LEVEL

206' - 5"

A B C

45 DEGREE
SIGHT LINE

W8X28
COLUMN
STUB UP.

(E) BUILDING COLUMN.

10" ROOF SLAB

3/4"X16X16 BASE
PLATE W/(4)-3/4"
EXPANSION
ANCHOR TYP @ ALL
COLUMN POST UP.

V
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2' - 6"

NEW ROOF DUNNAGE
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209' - 1"

2
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"

7' - 3 5/8" 5' - 0" 7' - 3 5/8" 5' - 0" 7' - 3 5/8" 6' - 0"
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NEW ROOF DUNNAGE
HIGH
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HSS 6X6
POST UP

8
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"

10' - 6 1/4"

WF BEAM
PER PLAN.

(E) PENT
HOUSE WALL

ROOFING

RADIATOR BEYOND

CHILLER
WT=18,000lb

HANGER SUPPORT

PENETRATION (SEE ARCH).

+/-1" CLEAR OF SL

+/-4" CLR OF SL

+/-9" CLR OF SL

1/4 0

14X14X3/4" PLATE
W/(4)-3/4" DIA

BOLT.

CHILLER
WT=18,000lb

CHILLER
WT=18,000lb

50' - 0"

ROOF - CHILLER AND
RADIATOR FRAMING

ROOF MECHANICAL
LEVEL
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NEW ROOF DUNNAGE
LOW

209' - 1"

NEW ROOF DUNNAGE
HIGH

210' - 10"

9
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"
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"

L4x4x3/8 KICKER

HSS8x8x3/8 TUBE
EA. END OF WALL

W16x36 + C8x13.7

C8x13.7, COORDINATE FINAL
NUMBER/LOCATION WITH
CLADDING MATERIAL SPAN
REQUIREMENTS

1/2" HANGER ROD
AT 36" O.C.
STAGGERED

L6x6x1/2X0'-8" T/B OF
DUNNAGE FOR
SCREEN POST
ATTACHMENT

FUTURE RADIATOR UNIT

MECHANICAL
PENTHOUSE

210' - 4"

PENTHOUSE ROOF
220' - 10"

PENTHOUSE LEVEL 2
209' - 2"

220' - 6"

1/4" END PLATE.

E
Q

E
Q

E
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E
Q

1/4

1/4

NEW ROOF DUNNAGE
LOW

209' - 1"

NEW ROOF DUNNAGE
HIGH

210' - 10"

DUNNAGE FRAMING
WF BEAM PER PLAN.

GRATING PER PLAN.

LOWER DUNNAGE
FRAMING PER PLAN.

3/8" FITTED STIFFNER
PLATE EA FACE AT HSS
POST.

3/4X14X14 PLATE
W/4-3/4" A325
BOLT.

3/16

AXIS ANCHOR PRODUCTS WELDABLE
WALL ANCHOR RATED FOR 1250LB
WORKING LOAD AND 5000LB
ULTIMATE LOAD  BY OTHERS.

L6x6x1/2 T/B OF
DUNNAGE FOR SCREEN
POST ATTACHMENT

3/4X14X14 PLATE

1/4

NEW ROOF DUNNAGE
LOW

209' - 1"

NEW ROOF DUNNAGE
HIGH

210' - 10"

3/16

AXIS ANCHOR PRODUCTS WELDABLE
WALL ANCHOR RATED FOR 1250LB
WORKING LOAD AND 5000LB
ULTIMATE LOAD  BY OTHERS.
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 3/4" = 1'-0"
7

SECTION AT WINDOW WASHING ANCHOR
CONNECTION

 3/4" = 1'-0"
8

SECTION AT WINDOW WASHING ANCHOR
CONNECTION@ BEAM

SCREEN
CHILLER, BEHIND SCREEN



ROOF MECHANICAL
LEVEL

206' - 5"
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NEW ROOF DUNNAGE
LOW

209' - 1"
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NEW ROOF DUNNAGE
HIGH

210' - 10"

HSS8X8X3/8
HUNGER COLUMN.

(E) PENT
HOUSE WALL.

1/4

14X14X3/4" PLATE
W/(4)-3/4" DIA

BOLT.

WF DUNNAGE
BEAM PER
PLAN.

GRATING PER PLAN.

MECHANICAL
PENTHOUSE

210' - 4"

PENTHOUSE LEVEL 2
209' - 2"
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1

CONCOURSE
56' - 0"

CONCOURSE
56' - 0"

1

0' - 0 1/2"

(E) BUILDING WALL

(E) BUILDING FLOOR

L6X6X3/8 CONT. W/3/4"
DIA EXPANSION
ANCHOR @ 3'-0" O.C.

GRATING PER PLAN.

CONCOURSE
56' - 0"

7.5 8.5

(E) REINFORCED
CONCRETE RAMP

(N) SWITCHGEAR
PLATFORM.

(E) SWITCHGEAR
AREA.

(E) BUILDING
COLUMN.

5
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0' - 0 1/2"

65' - 4 1/2"

T.O.HG STEEL

55' - 10"

T.O.S.

FULL DEPTH
DOUBLE ANGLE
CONNECTION.

1/4

14X14X3/4" PLATE
T&B W/(4)-3/4" DIA

BOLT.

1/4

3/4"X1'-4"X2'-5" W/ (6)-
3/4" DIA THREADED
ROD WITH HILTI HY 200
W/5" EMBED..

2
' -

 5
"

NOTE:
COLUMN NEEDS SCANNING AT BEAM
CONNECTION LOCATION TO AVOID
AND COORDINATE LOCATION OF
DRILLING FOR BOLT INSTALLATION.

W16X40

CONCOURSE
56' - 0"

7.5

2
' -

 0
"

L4X4X1/2X2'-0" HUNGER.

0
' -

 7
"

14X20X3/4 PLETE W/(4)-3/4"
DIA THREADED ROD W/ HILTI
HY 200 WITH 5" EMBED.

3/4X1'-2"X2'-6" PLATE W/(4)-
3/4" DIA THREADED ROD

W/HILTI HY 200 W/5"
EMBED.

1/4

NOTE:
COLUMN NEEDS SCANNING AT BEAM
CONNECTION LOCATION TO AVOID
AND COORDINATE LOCATION OF
DRILLING FOR BOLT INSTALLATION.
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CONCOURSE
56' - 0"

D ED.4 D.5

8
' -

 7
"

LOFT
62' - 6"

1

CONCOURSE
56' - 0"

(E) 12" WALL.

(E) REINFORCED
CONCRETE COLUMN.

(E) RC SLAB.

FULL DEPTH
DOUBLE ANGLE
CONNECTION.

WF BEAM PER PLAN

2" GRATING PER PLAN.

1
' -

 0
"

1
' -

 0
"

0
' -

 3
"

0
' -

 2
"

3/4"X1'-4"X2'-6" PLATE W/
(6)-3/4" DIA EXPANSION
BOLT OR EQUAL.

NOTE:
COLUMN NEEDS SCANNING AT BEAM
CONNECTION LOCATION TO AVOID
AND COORDINATE LOCATION OF
DRILLING FOR BOLT INSTALLATION.

GROUND FLOOR
69' - 4"

C

OVERHEAD ROLL
UP DOOR. COORD
W/ARCH. DWG.

(E) RC BEAM.

ATTACH ROLL UP
DOOR ON (E)
REINFORCED
CONCRETE BEAM.

(E) 10" RC SLAB.

1' - 2"

ROOF MECHANICAL
LEVEL

206' - 5"

BA.9A.8

NEW ROOF DUNNAGE
HIGH

210' - 10"

PENTHOUSE LEVEL 2
209' - 2"

COLUMN OVER
THICKNED
COLUMN STRIP.

NOTE:
COLUMN NEEDS SCANNING AT BEAM
CONNECTION LOCATION TO AVOID
AND COORDINATE LOCATION OF
DRILLING FOR BOLT INSTALLATION.

(E) BUILDING COLUMN.

A.6

LOADING PLATFORM
77' - 0"

0
' -

 6
"

2' - 2"

REMOVE EXISTING FLOOR SLAB
CONCRETE FOR RAMP SLAB
ATTACHEMENT. EXISTING REBAR TO
REMAIN.

(N) RAMP. REFER
LOADING PLATFORM
PLAN FOR LAYOUT.

(N) PLATFORM PER PLAN.

0' - 6" 1' - 0"

#4 @12" O.C.
W/HILTI HIT HY 200.

2' - 6"

#4 @12" O.C.

EXISTING REBARS
NOT TO BE CUT.

HIGH DENSITY RIGID
INSULATION.#4 BAR @ 18" O.C.

#4 BAR @ 18" O.C. W/ HILTI HIT HY 200.

0
' -

 6
"

1
' -

 0
" 1
' -

 0
"

NOTE

COORDINATE HAND RAIL
W/ARCH. DRAWING.

#4 CONT.

18"

18"

#4 @12" O.C.

#4 CONT.

LOADING PLATFORM
77' - 0"

0
' -

 6
"

1
' -

 0
"

#4 BAR @18" O.C.
1'-0"

1'-0"

#4 BAR @ 18" O.C. W/
HILTI HIT HY 200.

HIGH DENSITY
RIGID INSULATION.

NOTE

COORDINATE HAND RAIL
W/ARCH. DRAWING.

#4 CONT.

#4 @12" O.C.
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M0403  1/4" = 1'-0"

ROOF/MECH LEVEL MECHANICAL PLAN - ENLARGED1
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NOTES:
1. REFER TO DRAWING E001, FOR ELECTRICAL SYMBOLS AND ABBREVIATIONS.

2. REFER TO ONE LINE DRAWINGS E701 FOR ADDITIONAL FEEDER INFORMATION.

3. ALL RECEPTACLES INDICATED ON THIS SHEET ARE TO BE FED FROM PANEL RPR, CIRCUIT #1.

KEY NOTES:

2

3

PROVIDE TWO SETS OF (3) #350KCMIL & (1) #1/0 GROUND IN A 4" CONDUIT FROM ITS RESPECTIVE MTS1

PROVIDE (3) #2 & (1) #6 GROUND IN A 1-1/4" CONDUIT FROM CPP-1A & CPP-1B.

FUTURE RADIATOR TO BE INSTALLED AT A LATER DATE. PROVIDE EMPTY CONDUIT WITH PULL STRING FOR
FUTURE RADIATOR. REFER TO E-701 FOR CONDUIT SIZE.

4 REFER TO E-701 FOR FEEDER INFORMATION
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