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PROPOSED PENTHOUSE FLOOR PLAN
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REVISIONS:
A\ | 08/07/2020
NOTES: ﬁ
- ALL FURNITURE ARE FOR APPROX. LOCATION AND A
SCALE ONLY.
- FINISH FLOORS TO ALL BE LEVEL WITH A
TRANSITIONS NOT EXCEED 3". ALL FLOORING AND A
TRANSITIONS TO MEET ADA REQUIREMENT. ALL A
FLOORING TO BE SLIP RESISTANCE AND MEET A
APPLICABLE FLAME SPREAD RESISTANCE RATINGS. A
- CEILING AND WALL FINISHES TO BE FLAME A
SPREAD FOR A-2 OCCUPANCIES :
_ CLASS B: IN CORRIDORS AND ENCLOSURE | /\
FOR EXIT ACCESS STAIRWAYS AND A
RAMPS, /\
- CLASS C: INTERIOR EXIT STAIRWAYS, A
INTERIOR EXIT RAMPS AND EXIT A
PASSAGEWAYS; ROOMS AND CLOSED
SPACES A
- CEILING AND WALL FINISHES TO BE FLAME A
SPREAD FOR R-1 OCCUPANCIES : A
- CLASS C: INTERIOR EXIT STAIRWAYS, A
INTERIOR EXIT RAMPS AND EXIT A
PASSAGEWAYS:; CORRDIORS AND A
ENCLOSURE FOR EXIT ACCESS
STAIRWAYS AND EXIT ACCESS RAMPS: | /\
ROOMS AND CLOSED SPACES /\
- FLOOR FINISHES CRITICAL RADIANT FLUX TO BE A
NO LESS THAN CLASS II. A
CONSTRU CTI ON DATE: 05/21/2020
SHEET NAME:
_ PROPOSED PENTHOUSE
KEY: FLOOR PLAN
[ EXISTING WALLS
]
NEW CONSTRUCTION SHEET #:
(O DOORTAGS
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1 PENTHOUSE FLOOR PLAN LIGHTING NEW WORK
SCALE: 1/4"=1"-0"
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GENERAL NOTES:

COORDINATE CEILING AND WALL MOUNTED
DEVICE LOCATIONS WITH ARCHITECTURAL
DRAWINGS PRIOR TO ROUGH-IN.

SEE MECHANICAL DRAWINGS FOR MECHANICAL
EQUIPMENT AND PROVIDE POWER SERVICE AND
DISCONNECT MEANS AS REQUIRED.

EXPOSED CONDUITS IN STAIR ARE NOT ALLOWED.

ALL WIRES AND CONDUITS SHALL BE CONCEALED
IN WALLS AND CEILING.

KEYED NOTES:

.

(2] [][~]

FOR OUTDOOR FLOOR MOUNTED HEAT LAMPS,
SEE DWG E0205 FOR POWER SERVICE
CONNECTION.

NOT USED.

2#10AWG + 1#10GND IN 3/4"C. FOR EMERGENCY
BRANCH CIRCUIT.

ROUTE EXTERIOR LIGHTS HOME RUN THROUGH

TIME CLOCK & CONTACTORS, SEE DETAIL 2/E0105.

2#12AWG + 1#12GND IN 3/4"C.
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Plumbing Review - Alec Petrillo-Groh - 06-02-2021

HPR

Energy Review - Rafael Palomino-ramirez - 06-02-2021
DDQJT Review - Tiffany Tenbrook - 06-02-2021
Gredn Review - Rafael Palomino-ramijrez - 06-02-2021
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DC Water Review - VaHid Bilvardi - 06=02-2021 °
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PLANS APPROVED
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sse plans are conditionally approved
submitted or noted during plan review

these plans. Changes require a revisior
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rtural Review - Andrew Wiley - 06-02-2021
hanical Review - Alec Petrillo-Groh - 06-02-2021

B Review - Brendan Meyer - 06-02-2021
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NORTH CAPITOL
1626-1644 N CAPITOL ST NW
WASHINGTON, D.C., 20002

I
REVISIONS:
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DATE: 04/23/2020

SHEET NAME:

PENTHOUSE FLOOR PLAN
LIGHTING NEW WORK

I
SHEET #:

EO0105

| are subject to field inspection. Approvjed
plans must be kept on site and are needed
inspections. No changes or modificatiohs

for

‘mit with the revised plans. Trade Permits
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